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——Where rated wall assemblies join non-rated -

T rooficslling assemblies the gap between the drywall

and rooffceiling shall not exceed 1/4 inch and shall
be filled with either a rated elastomeric caulk or U.S.
Gypsum acoustical caulk or equivalent.

Prior to both sides being completed,
, ~ aninspection shall be made.
A rated intumescent | |
shaltbe usedtofill Contact your local Fire Prevention
gaps whererated  Bureau for inspection requirements.
assembilies join
gach other.

Cross corrigation sealing of rated walls to non-rated
rooffeeiling assemblies

dnfwall
Cells shall be packed with mlneral wool, then covered
with a rated elastomenc caulk or rated spray type fire

stop system.

Drywall cut to fit-cells filled wth mineral wool-gaps not to
exceed 1/4 inch. Gaps shall be filled with either a rated
elastomeric caulk or U.S. Gypsum acoustical caulk or

equivalent.



N Insulation shall be

Insulation

cut back and shall
- notpenetrate the . ‘
rated wall. | _Rate Wall
N

_Engineerihg Judgments to contrary shall not
be accepted. | |




